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BULK REQUIREMENTS
TOWN OF DEERFPARK
ZONE: HMU (HAMLET—MIXED USE)

BULK TABLE REQUIREMENTS
MINIMUM REQUIRED

BULK ITEM REQUIRED PROVIDED
LOT AREA (S) 40,000 1,711,150
LOT WIDTH (F) 200 1,815
FRONT SETBACK () 35 76
REAR SETBACK () 35 388
ONE SIDE YARD () 35 72
LOT DEPTH () 200 1,190
(S) 1,000 >1,000
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NEW CENTURY FILM S

MAXIMUM PERMITTED

BULK ITEM PERMITTED PROVIDED
BUILDING HEIGHT () 75 <75
LOT BUILDING COVERAGE (%) 40 9.8
IMPERVIOUS COVERAGE (%) 70 35.8

PROPERTY ADDRESS
517 NEVERSINK DRIVE
PORT JERVIS, NY 12771

TOWN OF DEERPARK, NY
g SECTION 50, BLOCK 1, LOT 38.23

1,771,150 + SQ.FT. / 40.66 + ACRES

OWNER/DEVELOPER
XIN SHI JI CORPORATION
517 NEVERSINK DRIVE
PORT JERVIS, NY 12771

APPLICANT

NEW CENTURY FILM
517 NEVERSINK DRIVE
PORT JERVIS, NY 12771

EXISTING USE
FILM STUDIO / RESIDENTIAL

PROPOSED USE
MIXED USE HOTEL / THEATER / RESIDENTIAL

REFERENCE
AMENDED SITE PLAN FOR NEW CENTURY FILM
PREPARED BY JOHN D. FULLER, P.E., P.C.
DATED 3/14/2022
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Description Symbol Avg Max Min Max/Min | Avg/Min
East Service Road 0.1 fc | 1.4 fc 0.0 fc N/A N/A
PARKING LOT 1 &
ENTRANCE 1.8 fc | 3.9 fc 0.7 fc 5.6:1 2.6:1
PARKING LOT 2 X 1.8 fc | 3.4 fc 0.5 fc 6.8:1 3.6:1
PARKING LOT 3 X 21 fc | 4.4 fc 1.2 fc 3.7:1 1.8:1
PARKING LOT 4 X 1.7 fc | 4.8 fc 0.4 fc 12.0:1 4.3:1
ROADWAY X 1.8 fc | 3.9 fc 0.1 fc 39.0:1 18.0:1
Spill Light Summary + 0.6 fc | 4.8 fc| 0.0 fc N/A N/A
Schedule
Lumens
Symbol Label Quantity | Manufacturer Catalog Number NLL::n':‘t;’esr I_Per Li%t;E:tI;?'ss Description Wattage Distribution
amp
26 American Electric |ATBO P301 R5 4K 1 10299 0.92 Autobahn Small P301 Package Roadway 134 |TYPE VS, BUG
A Lighting Type V 4000K/5000K RATING: B4 — U0 — G2
33 American Electric [ATBO P302 R4 4K 1 12279 0.92 Autobahn Small P302 Package Roadway 83 TYPE |V, MEDIUM,
B Lighting Type IV 4000K/5000K BUG RATING: B2 — U0 —
- G3
66 Holophane HLWPC2 P30 40K 1 8088 0.9 Wallpack Full Cutoff LED, LED vl TYPE IV, SHORT, BUG
C XX TFTM Performance Package P10, 4000 series RATING: B2 — U0 — G2
CCT, Voltage, Forward Throw Medium
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LAWN RESTORATION SCHEDULE & NOTES

SPECIES

LBS /1,000 SQFT

TALL FESCUE

1

PERMANENT
SEED MIXTURE

KENTUCKY BLUEGRASS

3

PERENNIAL RYEGRASS

1

NOTE: OPTIMUM PERMANENT SEEDING SCHEDULE: SPRING OR EARLY FALL
1. REMOVE ALL DEBRIS (STICKS, STONES, ETC.) FROM AREA, AND PREPARE SOIL BY TILLING TO A

3"-4" DEPTH.

2. RAKE SURFACE LEVEL TO PREVENT WATER FROM POOLING IN ONE AREA. AREAS LOCATED ON A
SLOPE SHALL BE RAKED PARALLEL WITH CONTOURS TO PREVENT MOISTURE RUN-OFF.

3. FERTILZER SHALL BE APPLIED TO THE TILLED SOIL AT RATE OF 6 LBS. PER 1,000 sq.ft. FERTILIZER
SHALL BE A COMMERCIAL 10-0-10 MIXTURE.

4. AREA SHALL BE LIGHTLY SPRAYED WITH WATER TO ALLOW SOIL TO SETTLE.

5. PERMANENT SEED MIXTURE SHALL BE SPREAD BY HAND, LAWN SPREADER OR MECHANICAL SEEDER
(AS APPROPRIATE FOR SIZE OF AREA) AT A RATE OF 5 Ibs. OF SEED MIXTURE PER 1,000 sq.ft. DO
NOT OVERSEED, OR OVER CROWDING OF THE SEEDLINGS MAY OCCUR, AND HAMPER PROPER LAWN

GROWTH.

6. LIGHTLY COVER SEEDED AREA WITH %"-%" OF SOIL. (ROLLING OF SEEDBED TO PROMOTE SOIL TO
SEED CONTACT IS OPTIONAL.) AND COVER WITH A MULCH OF HAY OR STRAW AT A RATE OF 90 Ibs

(APPROX 2 BALES) PER

1,000 sq.ft.

7. SEEDED AREA SHALL BE COVERED WITH A MULCH OF STRAW OR HAY AT THE RATE OF 90 Ibs.
(APPROX. 2 BALES) PER 1,000 S.F. TO HELP MAINTAIN SOIL MOISTURE LEVEL.

8. LIGHTLY WATER SEED BED DAILY TO KEEP IT MOIST, WHILE TAKING CARE NOT TO SATURATE.

9. NEW GRASS SHALL NOT BE MOWED UNTIL IT HAS REACHED A MINIMUM HEIGHT OF 2"-24".

10. PRACTICE REGULAR MAINTENANCE & WATER REGULARLY AS CONDITIONS REQUIRE.

NOTES:

1.

50" MIN

EXISTING

PAVEMENT

=
oy WOVEN WIRE FENCE (SEE
, NOTES
LMOUNTABLE BERM (IF 10" (MAX.) BETWEEN POSTS ) WOODEN OR
REQUIRED. SEE NOTE #3.) WIR = STEEL FENCE
EXISTING FILTER T0 WRE FENCE OARE. TIE (FASTENERS POST. (SEE
GROUND FASTENERS (TYP) R STAPLES (TYP NOTES)
- (SEE. NOTES) (WIRE FENCE TO POSTS \
= [=—24"(MAX.) N\
= 16 ) WOVEN
50" un 2 o '_; MIP}'EA%E:SD'? L. R: TT° WIRE FENCE
_ _ 1 L R T "
PRERERE IO S oo L TR e i
(] >= 4 vy v - v v
Z Z Z Z Z Z Z Z Z % > < \l/ \l/ N3 N\ 4 )2 \Vxl/ ” . « - w\y B ™ v . 9
| Bl i R e == 2 e ey |
S voow NP < SRS .
S W) 0 v Sy
cecececececece o -t compacTeD EARTH—" VvV el
1 _» =5 y
% = K
q = FILTER CLOTH AND WIRE FENCE TO BE UNDISTURBED /\\
. = EMBEDDED A MINIMUM OF 6" BELOW SURFACE GROUND y
PLAN VIEW RS
(MIN.) 36" (MIN.) LENGTH FENCE POSTS X (MIN.)
DRIVEN 16" (MIN.) INTO GROUND. %
v
PERSPECTIVE VIEW a !
SUBGRADE OF ENTRANCE AREA TO BE COMPACTED, AND FILTER CLOTH INSTALLED
OVER THE ENTIRE STABILIZED ENTRANCE AREA PRIOR TO PLACING OF STONE. NOTES
FILTER FABRIC SHALL BE TREVIRA #1127 OR APPROVED EQUAL, — SECTION VIEW
CONSTRUCTION SPECIFICATIONS:
STONE SHALL BE MIN OF 6 OF 2  CRUSHED GRAVEL. USE OF A RECLAIMED OR 1. WOVEN WIRE FENCE SHALL BE 12 GAUGE WITH A MAXIMUM MESH OPENING OF 6", AND SHALL BE FASTENED SECURELY TO FENCE POSTS WITH

RECYCLED CONCRETE EQUIVALENT IS ALSO ACCEPTABLE.

ALL SURFACE WATER FLOWING OR DIVERTED TOWARD CONSTRUCTION ENTRANCES
SHALL BE PIPED UNDER AND ACROSS THE ENTRANCE. IF PIPING IS NOT POSSIBLE
OR IMPRACTICAL, A MOUNTABLE BERM WITH 5:1 SLOPES WILL BE PERMITTED.

STABILIZED CONSTRUCTION ENTRANCE SHALL BE MAINTAINED IN A CONDITION WHICH
WILL PREVENT THE TRACKING OR FLOWING OF SEDIMENT ONTO PUBLIC
RIGHTS—OF—-WAY, ALL SEDIMENT SPILLED, DROPPED, WASHED OR TRACTED ONTO
PUBLIC RIGHTS—OF—-WAY SHALL BE REMOVED IMMEDIATELY.

WHEN WASHING OF VEHICLE TIRES IS REQUIRED, IT SHALL BE DONE ON A AREA
STABILIZED WITH STONE AND WHICH DRAINS INTO AN APPROVED SEDIMENT TRAPPING

DEVICE.

ALL INGRESS AND EGRESS POINTS TO JOB SITE SHALL HAVE A STABILIZED

CONSTRUCTION ENTRANCE

STAPLES, WIRE

TIES OR NYLON “ZIP" TIES.

6. PREFABRICATED SILT FENCE UNITS SHALL BE GEOFAB, ENVIROFENCE, OR AN APPROVED EQUAL.

STABILIZED CONSTRUCTION ENTRANCE DETAIL

2. FENCE POSTS SHALL BE EITHER STEEL (“T" OR "U" TYPE) OR HARDWOOD (2°X"2"). POSTS SHALL BE MINIMUM 36" IN LENGTH AND INSTALLED WITH
A MINIMUM 16" OF EMBEDMENT, WITH A MAXIMUM OF 10’ 0.C. BETWEEN POSTS.

3. FILTER CLOTH SHALL BE EITHER FILTER X, MIRAFI 100X, STABILINKA T140N, OR AN APPROVED EQUAL, AND SHALL BE FASTENED SECURELY TO
WOVEN WIRE FENCE WITH WIRE TIES OR NYLON “ZIP" TIES SPACED EVERY 24" AT TOP AND MID SECTION OF FILTER FABRIC.

4.  WHEN TWO SECTIONS OF FILTER CLOTH ADJOIN EACH OTHER THEY SHALL BE OVER-LAPPED BY SIX INCHES AND FOLDED, WITH THE OVER-LAP
BEING SECURELY FASTENED TO THE WOVEN WIRE FENCE AS PER NOTE #3 ABOVE.

5. AT END POSTS OF SILT FENCE, THE FILTER FABRIC SHALL BE WRAPPED AROUND THE POST AND APPROPRIATELY FASTENED AS PER NOTE #3 ABOVE.

7. MAINTENANCE SHALL BE PERFORMED AS NEEDED AND MATERIAL (SEDIMENT) REMOVED WHEN "BULGES” DEVELOP IN THE SILT FENCE.

SILT FENCE W/ WIRE REINFORCEMENT DETAIL

ACCESS AISLES.

UTILIZE BLUE STRIPING PAINT
FOR ALL H.C. SYMBOLS &
PARKING STRIPES ON ALL
HANDICAP SPACES AND

"NO PARKING”
AREA

OR

SIGN:
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“_PARKING ONLY”
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ANY
TIME”
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CONCRETE.

2. THE MINIMUM BEARING AREA SHALL BE 4 S.F.
FOR ALL THRUST BLOCKS.

3. INSTALL THRUST BLOCKS AT BACK OF ALL
VERTICAL & HORIZONTAL CHANGES IN DIRECTION
IN WATERLINE AND ALL OTHER PTS REQUIRING
RESISTANCE TO PRESSURE.

TYPICAL WATER MAIN THRUST BLOCK DETAILS
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22» ‘
| 34" |

SPECIFICATIONS

MATERIAL: ASTM A48 CLASS 30B
FRAME:  NON-REVERSIBLE

LOAD RATING: HEAVY DUTY, H20
WEIGHT = 280 LBS

629 LYBOLT ROAD,
(845) 361-3471

WOODARD'S CONCRETE PRODUCTS, INC.

WWW.WOODARDSCONCRETE.COM

SPECIFICATIONS WOODARD'S CONCRETE PRODUCTS, INC.

BULLVILLE, NY 10915
/ FAX 361-1050

MATERAL: ASTM A48 CLASS 308 629 LYBOLT ROAD, BULLVILLE, NY 10915

r NON (845) 361-3471 / FAX 361-1050
oA Ty RO, oo WWW.WOODARDSCONCRETE.COM

WEIGHT = 280 LBS

MODEL: MANHOLE-24 SEWER

HEAVY DUTY CAST IRON FRAME & COVER

8
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MODEL: MANHOLE-24 STORM
HEAVY DUTY CAST IRON FRAME & COVER

N.T.S.

WEIGHTS:
8" BASE = 2,500 LBS

6" WALLS = 1,250 LBS/FOOT

6) O»

12" EXTENDED BASES AVAILABLE AS A SPECIAL

ORDER ONLY, 8" 0.D.x8" THICK

8" FLAT TOP = 2650 (BS | — ~
vg
: BRICK TO FINAL HEIGHT v
.2::5 ..... RO 1.,
- . 1 _O
8" |
2% 12,3 R 4 v
6" ..."'.,._
/= I
L g _
i 1 , 94’9 STANDARD
= I U OPENING, OTHER
1l 6" SIZES POSSIBLE

6’ O”
TOP VIEW OF COVER

—_—

(60" ID TO 48" ID REDUCER SLABS ALSO AVAILABLE)

SPECIFICATIONS

CONS
PIPE
LOAD

CONCRETE MIN. STRENGTH: 4,000 PSI AT 28 DAYS
REINFORCEMENT: ~ 4X4 WIRE MESH / ASTM C478
AR ENTRAINMENT: 5%

PRECAST MANHOLES
5' ID BASE, RISER & TOP

TRUCTION JOINT:  BUTYL RUBBER SEALANT
CONNECTIONS:  RUBBER BOOTS AVAILABLE
RATING: H20 / ASTM (857

WOODARD'S CONCRETE PRODUCTS, INC.
629 LYBOLT ROAD, BULLVILLE, NY 10915
(845) 361-3471 / FAX 361-1050
WWW.WOODARDSCONCRETE.COM

PRECAST CONCRETE - HEAVY DUTY

5'ID - MANHOLE BASE, RISER AND TOP
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\
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FURTHER
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L
CONC. CURB —/
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4 SIDES TOP OF STRUCTURE)

1
-
|

DETENTION POND #2 OUTLET STRUCTURE

1N

N.T.S.

hefore you dig

2" DEEP x 3" WIDE RECESS

FOR GALV. STEEL GRATE (ALL

WEIR.

TOP OF GRATE
(Inv=439.75)

(Inv=439.0)

12”8 CMP PIPE.
(Inv=435.0)

4 SIDES TOP OF STRUCTURE)

WEIR TRASH RACK
SEE DETAIL FOR MORE
INFORMATION

THREE (3) 2.5’ LONG X
0.5" HIGH RECTANGULAR

3" VERT. ORIFICE

>4 >4

>4 >4 >4 >4

>4 >4 >4

, ORIFICE INV= 437.0 T~—INV=
15’ SAFETY
BENCH 437.0 ~ 120 TO DAVLIGHT DISCHARGE AT GRADE 7
15" AQUATIC //7\ . =
BENCH 35 DRAIN - 12”6 CMP
N2 2560 \§L/ INVERT= 435.0 P ,
- E=441.0
"\ Iy
18" SUMP \ EMERGENCY SPILLWAY
1" x 1’ SQUARE TOP OF BERM=441.0 ,
ANTI-SEEP COLLAR |
- 10
DETENTION POND #1 ., (SEE DETAIL) |- —
1 7= 4 S E=440.0 SPILLWAY=440.0
E=439.75
[ ~ [
E=439.0 T~
3” ORIFICE - \\_
E=437.75 \O
S - S \
E=437.0 'e)
TOP OF POND 438.5 ) P
————————————————————————————————————————————————————————————————————————————— 2" ORIFICE —
t E=435.0
TOP OF GRATE 437.25\ \
WATER VALVE CONTROL— = OVER FLOW © 18" SUMP
SPILLWAY 437.5 \
___________________ 3) 2.5°L_X_0.5'H 10YR STORM WEIR_ __ 40
INV= 436.5
|y 6” — :LO \
_______________ 3"¢ CPV. ORIFICE 4355 _ _ _ _ _ _ (
O )T O )T

>4 >4 >4 >4 >4 >4

%%%%%%%%@%@%@%@%@
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\4000 PSI STEEL
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2) END POST SHALL BE TERMINAL POST

10°

NOTE:
ALL MATERIAL ASTM A-36
HOT DIP GALV. AFTER FAB.

1/2"¢ ROUNDS

| I & » »
= - 1/4° X 27 BAR (TYP.
" ‘ 10" x 3.5" x 1.5" N - /\ / (TYP.)
T RAILS WITH TAPERED ! P! 3/47
A1 [/ TP TO MEET SLOTS . 07T, n =\ o ,i R an -~ R el |
; -1 IE :
i | S |« f N
S = = L Y \
Wy Ypost (vp) |1l S, > ¥ C )
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_ —_ = 00
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12 GAUGE WIRE MESH Eggﬁﬁg": ' ! 3 5 5 5 5 3
WITH MAX OPENING OF 6” ) ) —l — e e e
N2 2
107 =
FRONT VIEW o (VVE\R L)+8”

STANDARD SPLIT RAIL FENCE

1 N.T.S.

GRASS SHALL AS PER "GRASS FOR STORMWATER
FACILITIES” SCHEDULE AND BE MOWED AND MAINTAINED AT
A MINIMUM HEIGHT OF 4” AND MAXIMUM HEIGHT OF 6".

WIDTH PER PLANS
(MIN. 3")

NODBIBIGNIR

SLOPE AS PER
I LENGTH PER PLANJ GRADING PLAN

(2h:1v MAX)

SR,
NN
UNDISTURBED SOIL

SECTION VIEW

3% ‘§::'0’ ........
\\Y//é\\{// 70 U R e

XX ,0:0, % S DO ot
SR KL ,0\; e s
, K
R \,:

N
UNDISTURBED SOIL

TILL TOP 4" OF ORIGINAL

TILL TOP 4" OF ORIGINAL SOIL & AMEND WITH TOPSOIL
SOIL & AMEND WITH TOPSOIL TO PROMOTE GRASS COVER
TO PROMOTE GRASS COVER GROWTH

GROWTH PROFILE VIEW
NOTE:

WEIR SPILLWAY DESIGN SHALL BE USED FOR
NON—CORROSIVE VELOCITIES ONLY (2.5 fps OR LESS)

TYPICAL WIER/SPILLWAY

4 N.T.S.

WEIR TRASH GUARD

2 N.T.S.

TRASH GUARD NOTES:

1. ALL TRASH GUARDS SHALL BE FASTENED WITH
%"9 STAINLESS STEEL "RED HEAD” FASTENERS
EMBEDDED A MINIMUM OF 3” INTO THE

CONCRETE.
Autobahn Series ATB0
DL am et Roadway Lighting
Features:
OPTICAL

Same Light: Performance is comparable to 70-200W HPS roadway luminaires.

White Light: Correlated color temperature - 4000K, 70 CRI minimum, 000K,
70 CRI minimum or optional S000K, 70 CRI minimum.

Unique IPG6 rated LED light engines provided 0% uplight and restrict backlight to within sidewalk
depth, providing optimal application coverage and optimal pale spacing. Available in Type II, 1,
IV, and V roadway distributions.

ELECTRICAL

Expected Life: LED light engines are rated = 100,000 haurs at 25°C, L70. Electronic driver has an
expected life of 100,000 hours at a 25°C ambient

Applica‘tions: Lower Energy: Saves an expected of 40-60% over comparable HID luminaires.
Roadways Robust Surge Protection: Three different surge protection aptions provide a minimurm of IEEES
0ff ramps ANSI(62.47 Category C (10kV/SkA) protection. 20kV/10kA protection is also available.
Residential streets
Parking lots MECHANICAL

Includes standard AEL lineman-friendly features such as tool-less entry, 3 station terminal block

DIMENSIONS and quick disconnects. Bubble level located inside the electrical compartment for easily leveling
atinstallation,

E oo Rugged die-cast aluminumn howsing and door are polyester powder-coated for durability and
P — corrosion reskstance. Rigorous five-stage pre-treating and painting pracess yields a finish that
f i l i achieves a scribe creepage rating of 8 (per ASTM D1654) after over 1000 hours exposure to salt
f i fog chamber (operated per ASTM B117). Optional Enhanced Corrosion Resistant finish (CR)
! lﬁ‘- ! = Inereases the salt spray exposure over 5000 hours.
o " Mast arm mount is adjustable for arms from 1-1/4"to 2°(1-5/8" to 2-3/8" (.0.) diameter.

" Provides a 3G vibration rating per ANSI (136.31

e Wildlife shield is cast into the howsing (not a separate piece).

T — —
H’—‘ | 1\ CONTROLS

U ‘ NEMA 3 pin phatocontrol receptacle is standard, with the Acuity designed ANSI standard 5 pin
ar and 7 pin receptacles optionally available.

;“IJL"-W-?; f"lml'f‘ll:;':: Area (EPAL: The EFA for the ATBO is D.76 sq. ft. Premium solid state locking style photocontrol - PCSS (10 year rated life) Extrerne lang life solid
Jprax. Wi = 5 . . \
Ly state locking style photocontral - PCLL (20 year rated life).

Mutti-level dimming available to provide scheduled dimming as spedified by the custames,

Dptional onboard Adjustable Output madule allows the light output and input wattage to be
STANDARDS modified to meet site spedific requirements, and also can allow a single fixture to be flexibly
applied in many different applications.
DesignLights Consartium® (DLC) qualified product. Nat all versions of this
product may be DLC qualified, Please check the DLC Qualified Products List
at www.designlights.org/0PL to confirm which versions are qualified.

{Color temperatures of = 3000K must be specified for Interational Dark-
Sky Assodiation certification.

Reated for -40°C to 40°C ambient
C5A Certified to U5, and Canadian standartds
Complies with ANSI: C136.2, C136.10, C136.14, (136.31,(136.15, (136.37

Note: Specificatons subject 1o change withoet motce. Actual performance may dffer a3 & msult of end-user anweonment and appication

Electric
i€ 2014-7017 Acuity Brands Lighting, Inc. ATBD 021617 Lighting

2h:1v

NOTES

1.

2.

3.

| 1’_0”
VIIN COMPACTED
‘ SUBGRADE 4.
p-' PER SEE "RIPRAP GRADATION

<§12” > SCHEDULE SCHEDULE” FOR GRADATION
) (D AND THICKNESS OF RIPRAP
REQUIRED FOR APPLICATION.

5.

KEYED END
(SEE NOTE 4)

FILTER FABRIC

WIDTH OF BOTTOM TO VARY
FROM % PIPE DIAMETER AT PIPE
OUTLET TO EXISTING CHANNEL
BOTTOM AT END OF APRON.

GEOTEXTILE FILTER FABRIC SHALL BE "MIRAFI 140N” OR

APPROVED EQUAL.

SLOPE SHALL BE GRADED TO 2h:1v OR FLATTER PRIOR
TO PLACING FILTER, FILTER FABRIC OR RIPRAP.

RIPRAP SHALL BE PLACED TO MAINTAIN UNIFORM
GRADATION. LARGER STONE SHALL BE PLACED AT THE

TOE

ENDS OF THE RIPRAP SHALL BE KEYED INTO A STABLE
BANK. WHEN TYING INTO LARGER STRUCTURES, LARGER
RIPRAP CAN BE LAID IN STEPS OR STACKED AS NEEDED
TO FIT. STONES LARGER THAN THOSE DESIGNED FOR
FLOW SHALL BE USED FOR THIS PURPOSE.

REMAINING DISTURBED AREA SHALL BE GRADED AND
PERMANENTLY SEEDED AND MULCHED.

RIPRAP GRADATION SCHEDULE

D N
N I’//
RO X OH

PERCENT FINER
g E | BY WEIGHT
(e} (3
. B [ExE Dso
fary ’ng.\ WT. do do
3 B2EEEE ws)| ™ | w
1118 [85]-[5 [ 10 |8

do= ANGULAR ROCK RIPRAP

(RISE:RUN)

SECTION VIEW

RIPRAP WEIR DETAIL

3 N.T.S.

DIMENSIONS

——— _z
<

: [
L] @ [ ﬂh
- 15.54 - j
— A\ emem | &
Y (14 NPT ‘g

FULL CUTOFF LED

_~"1LEM
. CONFIGURATION
BACK BOX

L)

Options Location
Motion { Ambient Sensor for Low (8-157 MASL and Height (15-30°) MASH Mounting Options

%

LEADER IN LIGHTING SOLUTIONS

Ar Sl Uity BrandsCompany

2000 Aecly Brarats Lightlg, Jaac, 8 Faghta Fisearviedd

— MASL or MASH

ME.M.A, Twistlock Receptacle - P3 and P7 Options, P7 shawn

INFRASTRUCTURE
OUTDOOR

|

WIDTH AS PER PLAN

SLOPE OF BOTTOM AND SIDE
WALLS NOT TO EXCEED 1:2

SEE RIPRAP GRADATION SCHEDULE

Index
[ Emergency Page 1 Line Art: Dimensions and Option Location
Test Bution Page 2 Ordering Information
[=] .
Button Style Photacontrol - PE Option Page 3 Lumen Performance Data ~ 8
Page 4 Options Matrix ol
Driver Configuration Based on Circuit Option % S 3/8/23 Pm PLANN'NG mo COMMB“S
SPD Based on Circuit Option & = I|
" . ==
Page 5 Line Lumen Maintenance ” = 3 REV # DATE REMARKS: ISSUE # | DATE ISSUED FOR:
Ambient Temperature Multiplier o - P
Electrical Load W | i | = | i ” ” ” ” ”
o
Button Style Product Spedifications HEEEE % W % 0 1 2
Photocontral (=1 r=11=11=]
Lotd E‘

TYPICAL EXTERIOR LIGHTING FIXTURE

S N.T.S.

hefore you dig
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1. GEOTEXTILE FILTER FABRIC SHALL BE "MIRAFI 140N" OR GEOTEXTILE FILTER FABRIC SHALL BE "MIRAFI 140N" OR APPROVED EQUAL.  2. SLOPE SHALL BE GRADED TO 2h:1v OR FLATTER PRIOR SLOPE SHALL BE GRADED TO 2h:1v OR FLATTER PRIOR TO PLACING FILTER, FILTER FABRIC OR RIPRAP. 3. RIPRAP SHALL BE PLACED TO MAINTAIN UNIFORM RIPRAP SHALL BE PLACED TO MAINTAIN UNIFORM GRADATION. LARGER STONE SHALL BE PLACED AT THE TOE 4. ENDS OF THE RIPRAP SHALL BE KEYED INTO A STABLE ENDS OF THE RIPRAP SHALL BE KEYED INTO A STABLE BANK. WHEN TYING INTO LARGER STRUCTURES, LARGER RIPRAP CAN BE LAID IN STEPS OR STACKED AS NEEDED TO FIT. STONES LARGER THAN THOSE DESIGNED FOR FLOW SHALL BE USED FOR THIS PURPOSE. 5. REMAINING DISTURBED AREA SHALL BE GRADED AND REMAINING DISTURBED AREA SHALL BE GRADED AND PERMANENTLY SEEDED AND MULCHED.  
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WAVE HEIGHT (FT.)
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LAYER THICKNESS (IN.)
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PERCENT FINER  BY WEIGHT
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SEE "RIPRAP GRADATION SCHEDULE" FOR GRADATION AND THICKNESS OF RIPRAP REQUIRED FOR APPLICATION.
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FILTER FABRIC
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MAX. VELOCITY (FT/S.)
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= ANGULAR ROCK RIPRAP
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12 GAUGE WIRE MESH WITH MAX OPENING OF 6"
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WIDTH PER PLANS (MIN. 3') 
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UNDISTURBED SOIL
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GRASS SHALL AS PER "GRASS FOR STORMWATER FACILITIES" SCHEDULE AND BE MOWED AND MAINTAINED AT A MINIMUM HEIGHT OF 4" AND MAXIMUM HEIGHT OF 6".
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UNDISTURBED SOIL
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SLOPE AS PER GRADING PLAN (2h:1v MAX)
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TILL TOP 4" OF ORIGINAL SOIL & AMEND WITH TOPSOIL TO PROMOTE GRASS COVER GROWTH
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TILL TOP 4" OF ORIGINAL SOIL & AMEND WITH TOPSOIL TO PROMOTE GRASS COVER GROWTH
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N.T.S.
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NOTE: WEIR SPILLWAY DESIGN SHALL BE USED FOR NON-CORROSIVE VELOCITIES ONLY (2.5 fps OR LESS)
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